MASTER EXISTING
Pl = PRESSURE INDICATOR ELECTRICAL CONTROL UM
PT = PRESSURE TRANSMITTER PANEL AND (NEMA ) INJECTION PRESSURE PT-102 PANEL(S)
PSHH = PRESSURE SWITCH HIGH HIGH DISCONNECT INJECTION |=Lov|\\//I R/-I\:T_II_E 1FT101
PSLL = PRESSURE SWITCH LOW LOW :mjgggg \TISI\I#EF!‘EA TIU-R g —_—

LSHH = LEVEL SWITCH HIGH HIGH ANNULAR FLUID PRESSURE PT-201

LSLL = LEVEL SWITCH LOW LOW ©

LSH = LEVEL SWITCH HIGH TYPICAL 10,500 GALLON
LSL = LEVEL SWITCH LOW SE'&%E%%ART EXlsngl\(J)% X\@‘ESE}QVQTER

Tl = TEMPERATURE INDICATOR (PAPERLESS) - CSHH )

TT = TEMPERATURE TRANSMITTER 101 -

FIT = FLOW INDICATING TRANSMITTER -
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== ALARMS AND INTERLOCKS
PSLL-201 ALARM, PSHH-102 ALARM, FIT-101 LOW LOW ALARM, FIT HIGH HIGH ALARM -
, a) ANNUNCIATE WITH RED LIGHT ON CONTROL PANEL
- 27/8" =] b) ANNUNCIATE TO REMOTE FAX MACHINE AND/OR EMAIL, PAGER, TELEPHONE
¢) DISALLOW INJECTION (CEASE PUMPING OR GRAVITY FEED TO WELL)
LSLL-101 ALARM, LSHH-101 ALARM
f/\\’:// —~ ~ 5\\‘:// a) ANNUNCIATE WITH RED LIGHT ON CONTROL PANEL
b) ANNUNCIATE TO REMOTE FAX MACHINE AND/OR EMAIL, PAGER, TELEPHONE
c) DISALLOW INFLOW TO TANKS T-101, T-102, OR T-103.
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